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EXISTING A.C. AR NEW UTILITY PIPE

WATERMAIN e GOING UNDER THE

WATERMAIN

DUCTILE IRON PIPE

CLASS 52

BACKFILL WITH CRUSHED
ROCK 3 FEET DOWN SIDE

NOTES: OF DI MAIN.

1. D.I. PIPE SHALL REST ON FIRM BEARING EARTH:
SHORE TRENCH WALL UNDER WATERMAIN AS SHOWN, OR SUPPORT PIPE WITH

PATIO BLOCKS (8"x16”X 2"). STACK BLOCKS AS REQUIRED TO REST ON FIRM
BEARING SOIL.

2. WRAP DUCTILE IRON PIPE AND TRANSITION COUPLINGS WITH 8 MIL POLYETHYLENE
CONFORMING TO AWWA C—105.

3. THE CONTRACTOR IS REQUIRED TO MAINTAIN WORKERS' EXPOSURE TO ASBESTOS
MATERIAL AT OR BELOW THE LIMIT PRESCRIBED IN WAC 296-62-07705.

4. ASBESTOS CEMENT PIPE SHALL BE CUT WITH A HAND—OPERATED CARBIDE BLADE
CUTTER WITH CONTROLLED FLOWING WATER.

5. CONTAMINATED CLOTHING SHALL BE LEFT AND BURIED IN TRENCH, OR TRANSPORTED
IN SEALED IMPERMEABLE BAGS & LABELED IN ACCORDANCE WITH WAC 296-62—077/21.
ASBESTOS CEMENT PIPE SHALL BE LEFT AND BURIED IN TRENCH.
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